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CODE AUTHORITIES
    2018 INTERNATIONAL BUILDING CODE
    2018 INTERNATIONAL RESIDENTIAL CODE
    2018 INTERNATIONAL PLUMBING CODE
    2018 INTERNATIONAL MECHANICAL CODE
    2018 INTERNATIONAL ENERGY CONSERVATION CODE
    2018 INTERNATIONAL FUEL GAS CODE
    2018 INTERNATIONAL FIRE CODE
    2018 INTERNATIONAL EXISTING BUILDING CODE
    2009 ANSI A117.1
    2017 NATIONAL ELECTRICAL CODE
    TOWN OF FRISCO AMENDMENTS

OCCUPANCIES
A-2 (ASSEMBLY) RESTAURANT
A-3 (ASSEMBLY) ARCADE
B (BUSINESS) OFFICE

OCCUPANCY SEATING PREP AREA                 COOLER

MAIN FLOOR

CREPES  #100            5                 1
SUSHI RAMEN #101      16                            2     1
PIZZA  #109          8                 2          1
BBQ #111          8                    2                          1
COFFEE #102        23                 2
SALAD #104                      7                            2
BAR  #106/#108              41                           2
ICE CREAM #110               6                            1
OFFICE       1

OUTDOOR
COMMUNITY SEATING         63
STAGE      10

SUBTOTAL    188                14    3 205

2ND FLOOR

TACOS  #201          23                 2                          1
-OUTDOOR DECK                                     13
UPPER BAR #203      1    1
COMMUNITY SEATING       50
-OUTDOOR DECK               29
HOT DOG #202      1                      
SMOOTHIES  #102 UPPER                       22                2
GAME ROOM/ARCADE #210       72

SUBTOTAL      209      5   3 217

TOTAL      397     19                         6      422

A-2 OCCUPANCY (RESTAURANTS)
(INC OFFICE)
350 TOTAL

A-3 OCCUPANCY (ARCADE)
72  TOTAL

PLUMBING REQUIREMENTS:

PLUMBING FIXTURES : TABLE 2902.1 (2018 IBC)
PLUMBING FIXTURES REQUIRED

A-2 RESTAURANT USE
350 Total Occupants      Women    175     Men    175
Women   1 per 75            175/75   (2.33)
Men         1 per 75            175/75   (2.33)
Lav          1 per 200           2 WOMEN/2 MEN
DF           1 per 500          1
Service Sink                     1

A-3 ARCADE USE
72 Total Occupants    Women    36   Men    36

Women   1 per 125       36/125  (.28)
Men         1 per  65         36/65   (.55)
Lav          1 per 200       1 WOMEN/1 MEN
DF           1 per 500        1
Service Sink                   1

PLUMBING FIXTURE REQUIRED
     WC                                LAV.

WOMEN                  2.33 + .28   =   2.61 (3)                3
MEN                        2.33 + .55   =   2.88 (3)                3
DF  2
SERVICE SINK      2

PLUMBING FIXTURES PROVIDED
WC LAV

WOMEN                             3                        3
MEN             3                                        3
DF 2 SETS- 2 HI/LOW
SERVICE SINK     3

IPC CH 29
2902.3.3 LOCATION OF TOILET FACILITIES IN OCCUPANCIES OTHER THAN MALLS. IN OCCUPANCIES
OTHER THAN COVERED AND OPEN MALL BUILDINGS, THE REQUIRED PUBLIC AND EMPLOYEE
TOILET FACILITIES SHALL BE LOCATED NOT MORE THAN ONE STORY ABOVE OR BELOW THE SPACE
REQUIRED TO BE PROVIDED WITH TOILET FACILITIES,AND THE PATH OF TRAVEL TO SUCH
FACILITIES SHALL NOT EXCEED A DISTANCE OF 500 FEET (152 M).

2902.1.1 FIXTURE CALCULATIONS. TO DETERMINE THE OCCUPANT LOAD OF EACH SEX, THE TOTAL
OCCUPANT LOAD SHALL BE DIVIDED  IN HALF. TO DETERMINE THE REQUIRED NUMBER OF
FIXTURES, THE FIXTURE RATIO OR RATIOS FOR EACH FIXTURE TYPE SHALL BE APPLIED TO THE
OCCUPANT LOAD OF EACH SEX IN ACCORDANCE WITH TABLE 2902.1. FRACTIONAL NUMBERS
RESULTING FROM APPLYING THE FIXTURE RATIOS OF TABLE 2902.1 SHALL BE ROUNDED UP TO
THE NEXT WHOLE NUMBER. FOR CALCULATIONS INVOLVING MULTIPLE OCCUPANCIES, SUCH
FRACTIONAL NUMBERS FOR EACH OCCUPANCY SHALL FIRST BE SUMMED AND THEN ROUNDED UP
TO THE NEXT WHOLE NUMBER
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    2018 INTERNATIONAL BUILDING CODE
    2018 INTERNATIONAL RESIDENTIAL CODE
    2018 INTERNATIONAL PLUMBING CODE
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    2018 INTERNATIONAL ENERGY CONSERVATION CODE
    2018 INTERNATIONAL FUEL GAS CODE
    2018 INTERNATIONAL FIRE CODE
    2018 INTERNATIONAL EXISTING BUILDING CODE
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    2017 NATIONAL ELECTRICAL CODE
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OCCUPANCIES
A-2 (ASSEMBLY) RESTAURANT
A-3 (ASSEMBLY) ARCADE
B (BUSINESS) OFFICE

OCCUPANCY SEATING PREP AREA                 COOLER

MAIN FLOOR

CREPES  #100            5                 1
SUSHI RAMEN #101      16                            2     1
PIZZA  #109          8                 2          1
BBQ #111          8                    2                          1
COFFEE #102        23                 2
SALAD #104                      7                            2
BAR  #106/#108              41                           2
ICE CREAM #110               6                            1
OFFICE       1

OUTDOOR
COMMUNITY SEATING         63
STAGE      10

SUBTOTAL    188                14    3 205

2ND FLOOR

TACOS  #201          23                 2                          1
-OUTDOOR DECK                                     13
UPPER BAR #203      1    1
COMMUNITY SEATING       50
-OUTDOOR DECK               29
HOT DOG #202      1                      
SMOOTHIES  #102 UPPER                       22                2
GAME ROOM/ARCADE #210       72

SUBTOTAL      209      5   3 217

TOTAL      397     19                         6      422

A-2 OCCUPANCY (RESTAURANTS)
(INC OFFICE)
350 TOTAL

A-3 OCCUPANCY (ARCADE)
72  TOTAL

PLUMBING REQUIREMENTS:

PLUMBING FIXTURES : TABLE 2902.1 (2018 IBC)
PLUMBING FIXTURES REQUIRED

A-2 RESTAURANT USE
350 Total Occupants      Women    175     Men    175
Women   1 per 75            175/75   (2.33)
Men         1 per 75            175/75   (2.33)
Lav          1 per 200           2 WOMEN/2 MEN
DF           1 per 500          1
Service Sink                     1

A-3 ARCADE USE
72 Total Occupants    Women    36   Men    36

Women   1 per 125       36/125  (.28)
Men         1 per  65         36/65   (.55)
Lav          1 per 200       1 WOMEN/1 MEN
DF           1 per 500        1
Service Sink                   1

PLUMBING FIXTURE REQUIRED
     WC                                LAV.

WOMEN                  2.33 + .28   =   2.61 (3)                3
MEN                        2.33 + .55   =   2.88 (3)                3
DF  2
SERVICE SINK      2

PLUMBING FIXTURES PROVIDED
WC LAV

WOMEN                             3                        3
MEN             3                                        3
DF 2 SETS- 2 HI/LOW
SERVICE SINK     3

IPC CH 29
2902.3.3 LOCATION OF TOILET FACILITIES IN OCCUPANCIES OTHER THAN MALLS. IN OCCUPANCIES
OTHER THAN COVERED AND OPEN MALL BUILDINGS, THE REQUIRED PUBLIC AND EMPLOYEE
TOILET FACILITIES SHALL BE LOCATED NOT MORE THAN ONE STORY ABOVE OR BELOW THE SPACE
REQUIRED TO BE PROVIDED WITH TOILET FACILITIES,AND THE PATH OF TRAVEL TO SUCH
FACILITIES SHALL NOT EXCEED A DISTANCE OF 500 FEET (152 M).

2902.1.1 FIXTURE CALCULATIONS. TO DETERMINE THE OCCUPANT LOAD OF EACH SEX, THE TOTAL
OCCUPANT LOAD SHALL BE DIVIDED  IN HALF. TO DETERMINE THE REQUIRED NUMBER OF
FIXTURES, THE FIXTURE RATIO OR RATIOS FOR EACH FIXTURE TYPE SHALL BE APPLIED TO THE
OCCUPANT LOAD OF EACH SEX IN ACCORDANCE WITH TABLE 2902.1. FRACTIONAL NUMBERS
RESULTING FROM APPLYING THE FIXTURE RATIOS OF TABLE 2902.1 SHALL BE ROUNDED UP TO
THE NEXT WHOLE NUMBER. FOR CALCULATIONS INVOLVING MULTIPLE OCCUPANCIES, SUCH
FRACTIONAL NUMBERS FOR EACH OCCUPANCY SHALL FIRST BE SUMMED AND THEN ROUNDED UP
TO THE NEXT WHOLE NUMBER
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Aspen

Common Name

Populus Tremuloides

Botanical Name Size

PLANT LEGEND

3 1/2" caliper min8

Assorted Ground Covers and Perennial flowers 1 Gallon

Flats

WR

MS 3

3

Mountain Snowberry

Woods Rose

5 Gallon

5 GallonRosa Woodsii
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SCALE: 1" = 10'-0"

SITE / LANDSCAPE PLAN

1. Strip existing topsoil from site in construction areas and stockpile topsoil
for landscape use

2. General contractor shall remove all debris, stumps, slash, concrete
asphalt, etc, form site prior to landscape work.

3. Disturbed areas on site shall receive a minimum of 3” – 4” of topsoil in
preparation for landscape treatment.

4. Seed disturbed area where needed with short dry grass mix.  Apply
starter fertilizer (18-46-0) or equivalent @ 4 lbs/1000 sf sow grass mix @
2 lbs/1000 sf.  Rake materials into soil.

5. Cobble rock or rock from site may be used as a ground cover treatment
in designated areas with weed barrier fabric.  Approximately 3”-6”
diameter

6. Boulders recovered during construction (2’ and larger in diameter) to be
stockpiled on site.  When placed, bury 1/3 to ½ of each boulder.

7. Locate all plant material to avoid snow shed, snow removal locations,
sight lines. Utility lines, and easements.

8. All new plants shall be placed under an automatic drip irrigation system.

9. All plant material shall be back filled with 1/3 topsoil, 1/3 manure, 1/3
compost and mixed 50/50 with native soils.

10. All shrub beds and tree wells shall receive a minimum of 3 inches
shredded bark mulch

11. All newly planted trees shall be root fed at the time of installation.  Root
feeding shall consist of a liquid root growth stimulator, or soluble fertilizer
at recommended rate of 1 tbs per 1 gallon of water.

12. All landscaping shall be maintained and dead trees shall be replaced
within one year.

PROJECT DATA

LANDSCAPE NOTES

ADDRESS
310 and 314 Main St
Frisco Colorado

LEGAL DESCRIPTION
Lot 3,4,5 Block 9 Frisco Town Subdivision
Frisco, Colorado

SITE AREA 10,500 sf
  0.24 AC

BUILDING AREA EAST WING

FLOOR 1	
Commercial	 	   2,478 sf

Residential	 	      126 sf
Garage/ Stor	 	      872 sf

FLOOR 2
Commercial	 	   2,290 sf
Residential	 	   1,903 sf

FLOOR 3
Residential	 	   2,746 sf

RESIDENTIAL AREA SUMMARY
Unit 202   1,121 sf
Unit 203      886 sf
Unit 204      886 sf
Unit 205   1,645 sf
Common Space      236 sf
Total Residential   4,777 sf

TOTAL AREA EAST
Commercial	 	   4,769 sf
Residential	 	   4,777 sf
Garage / Stor	 	      872 sf
Total	 	 10,418 sf

PROJECT DIRECTORY
Owner
Myra Mesko
MM Properties
PO Box 44
Frisco Colorado 80443

General Contractor
Dede Digero-Tuso
PO Box 2001
Frisco Colorado 80443
970-389-4357
digtu@aol.com

LANDSCAPING
Large Commercial or Mixed Use Project (10500 sf or greater)
Site Area	 10500 sf
Trees	 	 10500 /1500 = 7 (8 Proposed)
Shrubs		 10500/2500 = 		 5 (6 Proposed)

Architect
Michael Shult Architect
PO Box 2745
Frisco Colorado 80443
970-390-4298
michael@shultarchitect.com

Structural Engineer (WEST)
Pat Giberson
Backcountry Structural Engineering
PO Box 23158
Silverthorne, Colorado 80498
970-333-1511
pat@bcstructural.com

Structural Engineer (EAST)
Chris Shult
410 Structural LLC
9787 Holland Cir
Westminster CO 80021
970-389-1722
chris@410structural.com

MEP Engineer
Theresa Gray
Ramirez Johnson and Associates
2590 Walnut Street
Denver Colorado 80205
720-598-0774
theresa@rja-eng.com

Civil Engineer
Joe Maglicic
Ten Mile Engineering
PO Box 1785
Frisco, Colorado 80443
970-485-5773
970-485-5773
tenmileengineer@aol.com

VIEW FROM MAIN STREET

APRIL 27, 2022

BUILDING AREA WEST WING

FLOOR 1
Commercial	 	   2,362 sf
Refuse Enclosure	 	      201 sf

FLOOR 2
Commercial	 	   2,151 sf

TOTAL AREA WEST
Commercial 	 	   4,714 sf

TOTAL BUILDING AREA 15,132 sf	

BUILDING CODES
2018 International Building code
2018 International Energy Conservation Code
Town of Frisco Amendments

TYPE OF CONSTRUCTION
Type VN (Sprinklered)
3-Story

OCCUPANCY
Story	 Area	 	 Allowable	

EAST WING
R-2 	 Multifamily 1	   128 21,000		

Multifamily	 	 2	 1903	 	 21,000		
Multifamily	 	 3	 2746	 	 21,000	

U	 Private Garage	 1	   872	 	 16,500		
B	 Stairway 1	     49	 	 27,000		

Office	 	 2	 1672	 	 27,000		
M	 Retail	 	 1	 1293*	 	 27,000		
A-2	 Restaurant 1	 1137*	 	 18,000		

Restaurant	 	 2	   618*	 	 18,000		
Total	 	           10418	 	

WEST WING	 	
S-1	 Refuse Enclosure	 1   201	 	 27,000
B	 Lobby	 	 1	   524	 	 27,000

Office	 	 2	 2151	 	 27,000
M	 Retail	 	 1	   923*	 	 27,000
A-2	 Restaurant 1	   915*	 	 18,000
Total 4714	 	

Proposed B, M, and A-2 Occupancies are unoccupied (core and
shell).  Future tenant improvements will be required under separate
permit.

*M and A-2 Occupancy ratio is estimated, Commercial space
fronting Main St has been designated restaurant use for area totals
shown.

Building design is based on non-separated occupancies per
Section 508.3
Dwelling Unit separation to be maintained per Section 420

Rainbow Court Phase 2E.pln; 13 Layout; 100%; 5/22/22, 9:16 AM



WALL LEGEND

EXTERIOR WALL

INTERIOR PARTITION

DWELLING UNIT SEPARATION
Fire Partition 1 HR FR GA File No. 3246
54 STC

EXTERIOR WALL FIRE RATED
1 HR FR GA File NO WP 8130

Exterior Finish over
Tyvek Air Infiltration Barrier over
1/2" Wood Sheathing over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

Exterior Finish over
Tyvek Air Infiltration Barrier over
5/8" Type X Glass Mat Gypsum Board Over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

EXIT ENCLOSURE
Fire Barrier 1 HR FR GA File No. 3246
54 STC

Fire Barrier shall extend from the floor to the
underside of the floor or roof sheathing above

INTERIOR PARTITION FIRE RATED
1 HR FR GA FILE NO WP 3614

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts

63.92 sq ft 63.92 sq ft

1,136.83 sq ft

92.50 sq ft

435.38 sq ft428.96 sq ft

257.83 sq ft

2,361.58 sq ft

448.99 sq ft
914.81 sq ft

477.41 sq ft

48.09 sq ft

50.17 sq ft

50.17 sq ft

428.96 sq ft
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WALL LEGEND

EXTERIOR WALL

INTERIOR PARTITION

DWELLING UNIT SEPARATION
Fire Partition 1 HR FR GA File No. 3246
54 STC

EXTERIOR WALL FIRE RATED
1 HR FR GA File NO WP 8130

Exterior Finish over
Tyvek Air Infiltration Barrier over
1/2" Wood Sheathing over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

Exterior Finish over
Tyvek Air Infiltration Barrier over
5/8" Type X Glass Mat Gypsum Board Over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

EXIT ENCLOSURE
Fire Barrier 1 HR FR GA File No. 3246
54 STC

Fire Barrier shall extend from the floor to the
underside of the floor or roof sheathing above

INTERIOR PARTITION FIRE RATED
1 HR FR GA FILE NO WP 3614

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts

443.94 sq ft

617.58 sq ft

1,902.98 sq ft

1,672.08 sq ft

435.84 sq ft

54.30 sq ft54.30 sq ft

2,150.64 sq ft

369.84 sq ft

1,059.72 sq ft
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DWELLING UNIT SEPARATION
Fire Partition 1 HR FR GA File No. 3246
54 STC

EXTERIOR WALL FIRE RATED
1 HR FR GA File NO WP 8130

Exterior Finish over
Tyvek Air Infiltration Barrier over
1/2" Wood Sheathing over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

Exterior Finish over
Tyvek Air Infiltration Barrier over
5/8" Type X Glass Mat Gypsum Board Over
2x6 Stud Framing @ 16" w/
Closed Cell Spray Foam Insulation (R-32)
5/8" Gyp board Interior Finish

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

5/8" Type X GWB over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglass Sound Batts
5/8" CertainTeed Silent FX Opp Side (or equal)

EXIT ENCLOSURE
Fire Barrier 1 HR FR GA File No. 3246
54 STC

Fire Barrier shall extend from the floor to the
underside of the floor or roof sheathing above

INTERIOR PARTITION FIRE RATED
1 HR FR GA FILE NO WP 3614

5/8" GWB Both Sides over
2x4 or 2x6 Stud Framing @ 16" w/
3 1/2" Fiberglas Sound Batts
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9,077.00'
9,078.41'

9,077.00'

9,068.00'

9,080.27'

POINT A

POINT B

POINT C

POINT D

POINT E

POINT F
POINT G

POINT H
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Roof Drain
Overflow Scupper
6" w

OS
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OD

RD OD

RD OD

OS
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RD OD

RD OD

OS

RDOD

6" Rectangular Gutter Section
Color to Match Fascia

Glass Entry Canopy Below

Glass Entry Canopy Below
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Fire Retardant Treated Wood Roof Sheathing
(Above R Occupancy)

1 HR FR Roof Ceiling Assembly
(Above A Occupancy )

1 HR FR Roof Ceiling Assembly
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RC  A.1

RC  A.1

1 HR FR Roof Ceiling Assembly

RC  A.1

1 HR FR Roof Ceiling Assembly

RC  B.1

RC  A.0

RC  B.0

RC  C.0D

RC  B.0RC  B.0 RC  B.0

RC  A.0

Parapet / Guardrail
42" Above Roof Surface Min
Interior Face and Parapet Coping
NonCombustible Finish (Metal Panels)

Parapet / Guardrail
42" Above Roof Surface Min
Interior Face and Parapet Coping
NonCombustible Finish (Metal Panels)

Continue Fire Rated Wall Assembly
to Top of Parapet

Continue Fire Rated Wall Assembly
to Top of Parapet

Plumbing Vent StackPlumbing Vent Stack

RC  C.0D

RC  C.0D

RC  A.0

RC  C.0D

RC  A.0

RC  A.1

Boiler Flues
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Point Natural Grade Finished Grade Measured from Roof Elevation Calculation Height Notes
A 9052.83 9052.83 Finished Grade 9068.00 9068.00 -9052.83 15.17
B 9052.83 9052.83 Finished Grade 9078.41 9078.41 -9052.83 25.58
C 9052.83 9052.83 Finished Grade 9077.00 9077.00 -9052.83 24.17
D 9052.83 9052.83 Finished Grade 9081.88 9081.88 -9052.83 29.05 High Point
E 9052.83 9052.83 Finished Grade 9080.27 9080.27 -9052.83 27.44
F 9052.83 9052.83 Finished Grade 9077.00 9077.00 -9052.83 24.17
G 9052.83 9052.83 Finished Grade 9078.41 9078.41 -9052.83 25.58
H 9051.21 9051.21 Finished Grade 9068.00 9068.00 -9051.21 16.79

RC  A.0

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
5/8" GWB Ceiling
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

1 HR FR IBC Table 721.1 Item 21-1.1

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
Ceiling 2 Layers 5/8" Type X GWB

RC  B.1

RC  A.1

1 HR FR IBC Table 721.1 Item 21-1.1

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
Ceiling 2 Layers 5/8" Type X GWB
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
5/8" GWB Ceiling

RC  B.0

ROOF / CEILING ASSEMBLIES

RC  C.0D

Palletized Deck System (Bison) over
Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
1x6 T&G Soffit
Roof Slope 1/8" / Ft to Drain / Scupper
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BULK PLANE

MAXIMUM ALLOWABLE BUILDING HEIGHT (FLAT ROOF)

MAXIMUM  ALLOWABLE BUILDING HEIGHT (MIN ROOF SLOPE 6:12)

P
R

O
P

E
R

TY
 L

IN
E

P
R

O
P

E
R

TY
 L

IN
E

Horizontal Wood Siding
1x6 Shiplap

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze (Matte)

Alum Clad Wood Windows

Stone Veneer

Metal and Glass Awning
Black Painted Finish

Prefinished Metal Coping

Prefinished Metal Fascia

Vertical Wood Siding
1x6 Shiplap

Steel Header / Lintel
Painted Black

Prefinished Metal Cornice

Roof Outline of Hotel Frisco Beyond
For Reference Only

THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41
THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

Roof Outline of Hotel Frisco Beyond
For Reference Only

Roof Outline of Hotel Frisco Beyond
For Reference Only
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Outline of Adjacent Building

Horizontal Wood Siding
1x6 Shiplap

Alum Clad Wood Windows

Stone Veneer

Metal Guardrail
Black Powdercoat Finish

Steel Lintel and Column
Painted Black

Prefinished Metal Coping

Prefinished Metal Fascia

Steel Channel Deck Edge
Painted Black

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze (Matte)

Outline of Adjacent Building

Horizontal Wood Siding
1x6 Shiplap

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze (Matte)

Verical Wood Siding
1x6 Shiplap

Stone Veneer

Steel Lintel and Column
Painted Black

Alum and Glass Vertical Lift Doors

Metal and Glass Awning
Black Powdercoat Finish

Prefinished Metal Cornice
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THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
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111'-8"  9064.50

121'-7"  9074.41
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SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

Soffit
1x6 T&G

Raised Concrete Planter
Board Form Texture

Concrete Screen Wall
Board Form Texture
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SCALE: 1/4" = 1'-0"

NORTH ELEVATION
SCALE: 1/4" = 1'-0"

APRIL 27, 2022

Rainbow Court Phase 2E.pln; 13 Layout; 100%; 5/22/22, 9:16 AM



4 3 2 17 6 5

8'
-1

" 8'

12'-9" 9'-6 1/2"

15
'-2

"

10
'-5

 1
/4

"
13

'-8
 3

/4
"

11
'

3'
-6

"

3'
-6

"

2'

6'

2'
3"

2'

2'-11 1/2"

4'
9'

3"
2'

210.18210.16

210.13

210.12

210.15

210.14

210.23

210.22

210.21

210.20

210.07 210.08203.07 203.05203.06

208K.06208K.05

210.17 210.19

Outline of Adjacent Building

Garage doors
Vertical Wood Sided w/
Metal Base

Horizontal Wood Siding
1x6

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze (Matte)

Alum Clad Wood Windows

Metal Guardrail
Black Powdercoat Finish

Metal Sunscreen
Black Powdercoat Finsih

Prefinished Metal Coping

Prefinished Metal Fascia

ELEC METERS / EQUIP
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THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41
THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

Horizontal Wood Siding
1x6

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze
(Matte)

Vertical Wood Siding
1x6

GAS METERS
(on far side of screen wall)

Concrete Screen Wall (Board Form Texture)

TRANSFORMER

(A
pp

ro
x)

Operable Windows This Location
Limited to 18" Horizontal Projection
(Property Line Proximity)

EAST WINGWEST WING
310 MAIN STREET 314 MAIN STREET

Prefinished Metal Vent Screen
Verify Dimensions Required

Prefinished Metal Boiler Flue Screen
Verify Dimensions Required
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GAS METERS

THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

Prefinished Metal Coping

Horizontal Wood Siding
1x6

Vertical Wood Siding
1x6

ELEC METERS

Concrete Screen Wall (Board Form Texture)

SOUTH ELEVATION
SCALE: 1/4" = 1'-0"

WEST ELEVATION
SCALE: 1/4" = 1'-0"
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810.68 sq ft 804.90 sq ft810.68 sq ft 804.90 sq ft

Outline of Adjacent Building
(Approximate Outline Field Verify)

Outline of Adjacent Building
(Approximate Outline Field Verify)

THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41
THIRD FLOOR

SECOND FLOOR
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121'-7"  9074.41

A B C D F G H J M O PL N
35

'

40
'

20
'

30'-3" 29'-3"

2' 2'

2' 2' 2' 2'

3' 3' 3'

2'2'

3'

2'
1'

-4
"

4'

6'
-1

0"

2'

9" 9"

8'-6" 7'-10"

1'-6" 6'-6" 2'

6"

3'-4"

3'
-6

"

3'

3'

23
'-2

"

11
'

11
'

11
'

3'3'

2'
-8

"
4"

13
'-3

"

9'

9 1/4"

1'
-6

"
10

'-9
"

3"
2'

45.00°

104.04

104.02

104.01

202D.02202D.01

202G.05

202G.06

206G.05

206D.02206D.01 208D.01 208D.02

110.04

110.02

110.01

106.04

106.02

106.01

108.04

108.02

108.01

204G.05

204G.04

204G.01

104.03

202G.07

202G.08

204G.02

204G.03 206G.04

206G.01

206G.02

206G.03

CS1.05

CS1.06

CS1.02

CS1.03

208G.03

208G.04

208G.01

208G.02

CS1.04CS1.01

204D.01 204D.02

106.03 108.03 110.03

208K.01

208K.02

210.11210.10

208G.05 208G.06

208K.03

208K.04

210.09

102.29 102.30 102.32102.31

BULK
 P

LA
NE

10'  SECOND FLOOR OFFSET MIN

MAXIMUM ALLOWABLE BUILDING HEIGHT (FLAT ROOF)

MAXIMUM  ALLOWABLE BUILDING HEIGHT (MIN ROOF SLOPE 6:12)
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Horizontal Wood Siding
1x6 Rabetted Edge

Metal Siding
Flat Panel
Bonderized Finish Dark Bronze (Matte)

Alum Clad Wood Windows

Stone Veneer

Metal Guardrail
Black Powdercoat Finish

Metal Sunscreen
Black Powdercoat Finsih

Prefinished Metal Coping

Prefinished Metal Fascia

Stone Veneer

Soffit
1x6 Wood

HC Ramp

Steel Channel Deck Edge
Painted Black

Ridgeline Ridgeline

Total Roof Length
(22% of Total Roof Length)(22% of Total Roof Length)

THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41
THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83
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121'-7"  9074.41

BEDROOM / DECK 208

Centerline of Opening

31
0 

A
N

D
 3

14
 M

A
IN

 S
TR

E
E

T
LO

T 
3,

 4
, 5

 B
LO

C
K

 9
 F

R
IS

C
O

 T
O

W
N

 S
U

B
D

IV
IS

IO
N

FR
IS

C
O

, C
O

LO
R

A
D

O

R
A

IN
B

O
W

 C
O

U
R

T

MICHAELSHULT
A    R    C    H    I    T    E    C    T

PO Box 2745
975 N Ten Mile Dr E9
Frisco, CO 80443
970.390.4298
michael@shultarchitect.com

A3.3

WEST ELEVATION
(COURTYARD)

P
R

O
P

O
S

E
D

 R
E

M
O

D
E

L 
A

N
D

 A
D

D
IT

IO
N

 F
O

R
:

SCALE: 1/4" = 1'-0"

EAST ELEVATION
SCALE: 1/4" = 1'-0"
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THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41
THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

N

PERIMETER FDN WALL

Exterior Finish (above grade) over
Concrete Foundation Wall
Drainage Plane / Protection Board over
Damproofing Exterior Side Below Grade
R-20 Rigid Insul Interior Side
Continuous Foundation Drain to Daylight

4" Concrete Slab  over
Foam Insulation (R-10) over
Gravel Base per Soils Report

FLOOR ASSEMBLY SOG

Thermal Envelope
Shown Shaded

InteriorExterior
FC  A.0

FC  A.0FC  A.0FC  A.0

FC  A.0S

RC  A.0RC  A.0

FC  C.1

FC  C.1

FC  A.0

FC  B.1

FC  B.1FC  B.1

FC  B.1

RC  A.0

UNIT 106
COMMERCIAL

UNIT 108
COMMERCIAL

UNIT 102
COMMERCIAL

GARAGE

UNIT 202

UNIT 104
COMMERICAL

UNIT 110
COMMERCIAL

POWDERPOWDERPOWDERPOWDER

BATH

FC  A.0T

RC  A.1 See Roof Plan for Location
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111'-8"  9064.50

121'-7"  9074.41
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FC  A.0FC  A.0S FC  B.1FC  B.1 FC  B.1 FC  B.1

RC  B.1

RC  A.0
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RC  B.0

RC  A.0

FC  A.0T

UNIT 106
COMMERCIAL

UNIT 108
COMMERCIAL

UNIT 102
COMMERCIAL

OWNER
STORAGE
UNIT 206

UNIT 104
COMMERICAL

UNIT 110
COMMERCIALMECHANICAL

BEDROOMBEDROOM BEDROOMBEDROOMUNIT 210
COMMERCIAL 202D204D206D208D

UNIT 102
COMMERCIAL

LIVINGLIVING LIVING LIVING
202G 204G 206G 208G

FC  B.1

1 HR FR GA File No. 5011
60 to 64 STC

1 1/2" Gyp-Crete Topping over
Sound Reduction Mat over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
Resilient Channels @ 16" below Framing
2 Layers 1/2" type X Gyp Bd Ceiling

FC  A.0

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
1 Layers 5/8" Gyp Bd Ceiling

RC  A.0

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
5/8" GWB Ceiling
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

FC  A.0S

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1x6 T&G Soffit

FC  C.1

1 HR FR GA File No. 5529

3/4" Wood Sheathing over
Structural Floor Framing / Stair Stringers w/
3 1/2" Fiberglass Sound Batts
2 Layers 5/8"" type X Gyp Bd Ceiling

1 HR FR IBC Table 721.1 Item 21-1.1

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
Ceiling 2 Layers 5/8" Type X GWB

RC  B.1

RC  A.1

1 HR FR IBC Table 721.1 Item 21-1.1

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
Ceiling 2 Layers 5/8" Type X GWB
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
5/8" GWB Ceiling

FC  A.1S

1 HR FR GA File No. 5513

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
2 Layers 1/2" Type X Gyp Bd and
1x6 T&G Soffit

RC  B.0

FLOOR / CEILING ASSEMBLIES ROOF / CEILING ASSEMBLIES

RC  C.0D

Palletized Deck System (Bison) over
Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
1x6 T&G Soffit
Roof Slope 1/8" / Ft to Drain / Scupper

FC  A.0T

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1 Layer 5/8" Gyp Bd Ceiling
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THIRD FLOOR

SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

121'-7"  9074.41

RC  A.0

FC  B.1

RC  A.0

FC  A.0T

GARAGE GARAGE
UNIT 202UNIT 208

STAIRWAY

KITCHENLIVING
208G 208F

STAIRWAY

UNIT 210
COMMERCIAL

FC  C.1

FC  B.1

1 HR FR GA File No. 5011
60 to 64 STC

1 1/2" Gyp-Crete Topping over
Sound Reduction Mat over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
Resilient Channels @ 16" below Framing
2 Layers 1/2" type X Gyp Bd Ceiling

FC  A.0

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
1 Layers 5/8" Gyp Bd Ceiling

RC  A.0

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
5/8" GWB Ceiling
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

FC  A.0S

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1x6 T&G Soffit

FC  C.1

1 HR FR GA File No. 5529

3/4" Wood Sheathing over
Structural Floor Framing / Stair Stringers w/
3 1/2" Fiberglass Sound Batts
2 Layers 5/8"" type X Gyp Bd Ceiling

1 HR FR IBC Table 721.1 Item 21-1.1

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
Ceiling 2 Layers 5/8" Type X GWB

RC  B.1

RC  A.1

1 HR FR IBC Table 721.1 Item 21-1.1

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
Ceiling 2 Layers 5/8" Type X GWB
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
5/8" GWB Ceiling

FC  A.1S

1 HR FR GA File No. 5513

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
2 Layers 1/2" Type X Gyp Bd and
1x6 T&G Soffit

RC  B.0

FLOOR / CEILING ASSEMBLIES ROOF / CEILING ASSEMBLIES

RC  C.0D

Palletized Deck System (Bison) over
Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
1x6 T&G Soffit
Roof Slope 1/8" / Ft to Drain / Scupper

FC  A.0T

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1 Layer 5/8" Gyp Bd Ceiling
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MC.3

RC  A.1

RC  A.1RC  A.1

RC  A.1

FC  A.0
RC  A.0

RC  B.0

FC  A.0RC  A.0

LOBBY

UNIT 203
COMMERCIALUNIT 201

COMMERCIAL

LOBBYUNIT 101
COMMERCIAL

UNIT 109
COMMERCIAL

UNIT 111
COMMERCIAL

REFUSE ENCLOSURE

FC  A.0

FC  C.1

FC  A.0T

FC  B.1

1 HR FR GA File No. 5011
60 to 64 STC

1 1/2" Gyp-Crete Topping over
Sound Reduction Mat over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
Resilient Channels @ 16" below Framing
2 Layers 1/2" type X Gyp Bd Ceiling

FC  A.0

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
1 Layers 5/8" Gyp Bd Ceiling

RC  A.0

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
5/8" GWB Ceiling
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

FC  A.0S

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1x6 T&G Soffit

FC  C.1

1 HR FR GA File No. 5529

3/4" Wood Sheathing over
Structural Floor Framing / Stair Stringers w/
3 1/2" Fiberglass Sound Batts
2 Layers 5/8"" type X Gyp Bd Ceiling

1 HR FR IBC Table 721.1 Item 21-1.1

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
Ceiling 2 Layers 5/8" Type X GWB

RC  B.1

RC  A.1

1 HR FR IBC Table 721.1 Item 21-1.1

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
Ceiling 2 Layers 5/8" Type X GWB
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
5/8" GWB Ceiling

FC  A.1S

1 HR FR GA File No. 5513

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
2 Layers 1/2" Type X Gyp Bd and
1x6 T&G Soffit

RC  B.0

FLOOR / CEILING ASSEMBLIES ROOF / CEILING ASSEMBLIES

RC  C.0D

Palletized Deck System (Bison) over
Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
1x6 T&G Soffit
Roof Slope 1/8" / Ft to Drain / Scupper

FC  A.0T

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1 Layer 5/8" Gyp Bd Ceiling
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SECOND FLOOR

FIRST FLOOR
100'-0"  9052.83

111'-8"  9064.50

FC  B.1

1 HR FR GA File No. 5011
60 to 64 STC

1 1/2" Gyp-Crete Topping over
Sound Reduction Mat over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
Resilient Channels @ 16" below Framing
2 Layers 1/2" type X Gyp Bd Ceiling

FC  A.0

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
3 1/2" Fiberglass Sound Batts
1 Layers 5/8" Gyp Bd Ceiling

RC  A.0

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
5/8" GWB Ceiling
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

FC  A.0S

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1x6 T&G Soffit

FC  C.1

1 HR FR GA File No. 5529

3/4" Wood Sheathing over
Structural Floor Framing / Stair Stringers w/
3 1/2" Fiberglass Sound Batts
2 Layers 5/8"" type X Gyp Bd Ceiling

1 HR FR IBC Table 721.1 Item 21-1.1

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
Ceiling 2 Layers 5/8" Type X GWB

RC  B.1

RC  A.1

1 HR FR IBC Table 721.1 Item 21-1.1

Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul
R-60 Combined R Value
Ceiling 2 Layers 5/8" Type X GWB
Roof Slope 1/8" / Ft to Drain / Scupper
Palletized Decking over Roofing Where
Occurs, See Plans for Locations

Standing Seam Metal Roofing over
Grace Ultra over
5/8" Wood Sheathing over
Structural Roof Framing w/
Spray Applied Urethane Foam Insul R-60
5/8" GWB Ceiling

FC  A.1S

1 HR FR GA File No. 5513

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
2 Layers 1/2" Type X Gyp Bd and
1x6 T&G Soffit

RC  B.0

FLOOR / CEILING ASSEMBLIES ROOF / CEILING ASSEMBLIES

RC  C.0D

Palletized Deck System (Bison) over
Single Ply Membrane Roofing over
Tapered Rigid Insulation over
5/8" Wood Sheathing over
Structural Roof Framing w/
1x6 T&G Soffit
Roof Slope 1/8" / Ft to Drain / Scupper

FC  A.0T

1 1/2" Gyp-Crete Topping over
3/4" Wood Sheathing over
Structural Floor Framing w/
R-49 Fiberglass Insul w/
Warm Side Vapor Barrier
1 Layer 5/8" Gyp Bd Ceiling
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